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Research and Special Programs Administration, DOT § 193.2007

Subpart H—Personnel Qualifications and
Training

193.2701 Scope.
193.2703 Design and fabrication.
193.2705 Construction, installation, inspec-

tion, and testing.
193.2707 Operations and maintenance.
193.2709 Security.
193.2711 Personnel health.
193.2713 Training: operations and mainte-

nance.
193.2715 Training: security.
193.2717 Training: fire protection.
193.2719 Training: records.

Subpart I—Fire Protection

193.2801 Scope.

Subpart J—Security

193.2901 Scope.
193.2903 Security procedures.
193.2905 Protective enclosures.
193.2907 Protective enclosure construction.
193.2909 Security communications.
193.2911 Security lighting.
193.2913 Security monitoring.
193.2915 Alternative power sources.
193.2917 Warning signs.
APPENDIX A TO PART 193—INCORPORATION BY

REFERENCE

AUTHORITY: 49 U.S.C. 5103, 60102, 60103,
60104, 60108, 60109, 60110, 60113, 60118; and 49
CFR 1.53.

SOURCE: 45 FR 9203, Feb. 11, 1980, unless
otherwise noted.

Subpart A—General
§ 193.2001 Scope of part.

(a) This part prescribes safety stand-
ards for LNG facilities used in the
transportation of gas by pipeline that
is subject to the pipeline safety laws
(49 U.S.C. 60101 et seq.) and Part 192 of
this chapter.

(b) This part does not apply to:
(1) LNG facilities used by ultimate

consumers of LNG or natural gas.
(2) LNG facilities used in the course

of natural gas treatment or hydro-
carbon extraction which do not store
LNG.

(3) In the case of a marine cargo
transfer system and associated facili-
ties, any matter other than siting per-
taining to the system or facilities be-
tween the marine vessel and the last
manifold (or in the absence of a mani-
fold, the last valve) located imme-
diately before a storage tank.

(4) Any LNG facility located in navi-
gable waters (as defined in Section 3(8)
of the Federal Power Act (16 U.S.C.
796(8)).

[45 FR 9203, Feb. 11, 1980, as amended by
Amdt. 193–1, 45 FR 57418, Aug. 28, 1980; Amdt.
193–10, 61 FR 18517, Apr. 26, 1996]

§ 193.2003 [Reserved]

§ 193.2005 Applicability.
(a) Safety requirements mandating

compliance with standard ANSI/NFPA
59A and other changes in this part gov-
erning siting, design, construction,
equipment, fire protection, operation
and maintenance apply to LNG facili-
ties placed in service after March 31,
2000 unless otherwise noted.

(b) If an existing LNG facility (or fa-
cility under construction before March
31, 2000 is replaced, relocated or signifi-
cantly altered after March 31, 2000, the
facility must comply with the applica-
ble requirements of this part gov-
erning, siting, design, installation, and
construction, except that:

(1) The siting requirements apply
only to LNG storage tanks that are sig-
nificantly altered by increasing the
original storage capacity or relocated,
and

(2) To the extent compliance with the
design, installation, and construction
requirements would make the replaced,
relocated, or altered facility incompat-
ible with the other facilities or would
otherwise be impractical, the replaced,
relocated, or significantly altered facil-
ity may be designed, installed, or con-
structed in accordance with the origi-
nal specifications for the facility, or in
another manner subject to the ap-
proval of the Administrator.

[Amdt. 193–17, 65 FR 10958, Mar. 1, 2000]

§ 193.2007 Definitions.
As used in this part:
Administrator means the Adminis-

trator of the Research and Special Pro-
grams Administration or any person to
whom authority in the matter con-
cerned has been delegated by the Sec-
retary of Transportation.

Ambient vaporizer means a vaporizer
which derives heat from naturally oc-
curring heat sources, such as the at-
mosphere, sea water, surface waters, or
geothermal waters.
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